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ADDENDUM FIVE, QUESTIONS and ANSWERS /  
REVISED SCHEDULE OF EVENTS 

 
 
Date:  May 26, 2016  
 
To:  All Bidders  
 
From:  Annette Walton/Teresa Fleming, Buyers 

AS Materiel State Purchasing Bureau 
 
RE:  Addendum for Request for Proposal Number 5296 Z1  
  to be opened May 25, 2016 at 2:00 p.m. Central Time 
  to be opened June 6, 2016 at 2:00 p.m. Central Time 
 
 

Questions and Answers 
 
Following are the questions submitted and answers provided for the above mentioned Request for Proposal. The 
questions and answers are to be considered as part of the Request for Proposal. It is the Bidder’s responsibility to check 
the State Purchasing Bureau website for all addenda or amendments. 

Question 
Number 

RFP 
Section 

Reference 

RFP 
Page 

Number 

Question State Response 

1.   State Testing Labs: Would 
detail on buried refrigerant lines 
be provided? 

The lines are protected as per the 
current building code at the time of 
construction. See Attachment III 
for the isometric details. 

2.   All sites: Can the results from 
previous oil analysis be provided 
for baseline and make certain 
all items are met by tests? 

Oil analysis reports that are 
available at this time have been 
provided in Attachment IV. 

3.   Department of Roads Bldg 203: 
Required response time for 
normal hours and non normal 
workings? 

The State requires a one (1) hour 
response time for all locations.  
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SCHEDULE OF EVENTS  
The State expects to adhere to the tentative procurement schedule shown below.  It should be 
noted, however, that some dates are approximate and subject to change. 
 
 

ACTIVITY DATE/TIME 
1.  State responds to written questions through Request for Proposal 

“Addendum” and/or “Amendment”  to be posted to the Internet at: 
http://das.nebraska.gov/materiel/purchasing.html  

May 17, 2016 
May 18, 2016 

TBD 
May 26, 2016 

2.  Proposal Opening 
Location: State Purchasing Bureau 
  1526 K Street, Suite 130 
                          Lincoln, NE 68508 

TBD 
June 6, 2016 

2:00 PM 
Central Time 

3.  Review for conformance of mandatory requirements  TBD 
June 6, 2016 

4.  

Evaluation period 

TBD 
June 7, 2016 

through 
June 17, 2016 

5.  Post “Letter of Intent to Contract”  to Internet at: 
http://das.nebraska.gov/materiel/purchasing.html 

TBD 
June 20, 2016 

6.  

Contract finalization period  

TBD 
June 20, 2016 

through  
July 20, 2016 

7.  Contract award TBD 
July 20, 2016 

8.  Contractor start date TBD 
August 1, 2016 

 
 
This addendum will become part of the proposal and should be acknowledged with the Request for 
Proposal.         

http://das.nebraska.gov/materiel/purchasing.html
http://das.nebraska.gov/materiel/purchasing.html


Attachment III



501 SOUTH 14TH STREET 

 

 Standard Oil Analysis  -  Synthetic Oil 
 Customer Name Daikin Applied-Lincoln, NE Sample Number RR097891-001 
 Job Name State Data Center Customer Sample No. MQ-19325 
 Job ID NE3002048 Customer PO No. PR1509240122 
 Manufacturer McQuay Collection Date 9/24/2015 
 Model Number WPV250 Collected By Hemmer 
 Serial Number STNU080500045 Operating Hours 15590 
 Equipment Name STNU080500045 Number of Starts 598 
 Equipment  ID NE3002048001 Receive Date 10/8/2015 
 Oil Description Analysis Date 10/13/2015 

 Sample Data Acceptable Range 
 Acid Number 0.032 mg KOH/g <0.19 mg KOH/g 
 Water 96 ppm <400 ppm 
 Copper 20 ppm <100 ppm 
 Iron 4 ppm <100 ppm 
 Tin <1 ppm <20 ppm 
 Aluminum 1 ppm <50 ppm 
 Description Yellow 

Customer Comments: None 

 Sample  TAN Wate Al Cu Fe Sn Cl Visc. Hour Starts 
 8/28/2013 RR084684-001 0.014 153 <1 21 3 <1 --- --- 13210 273 

 9/24/2015 RR097891-001 0.032 96 1 20 4 <1 --- --- 15590 598 

This report is based on a single sample. Sampling regularly and tracking the data provides the clearest insight to the solution  
chemistry of your unit. A large change in any result may make a resample advisable. 



1526 K STREET   

 Standard Oil Analysis  -  Mineral Oil 
 Customer Name Daikin Applied-Lincoln, NE Sample Number RR091310-001 
 Job Name State of Nebraska 501 Bldg Customer Sample No. MQ-27543 
 Job ID NE3002029 Customer PO No. PR1409150077 
 Manufacturer McQuay Collection Date 9/15/2014 
 Model Number CVHE320 Collected By Ryan 
 Serial Number L04L05021 Operating Hours 29306 
 Equipment Name L04L05021 1521 K Number of Starts 520 
 Equipment  ID NE3002029002 Receive Date 9/29/2014 
 Oil Description Analysis Date 10/2/2014 

 Sample Data Acceptable Range 
 Acid Number 0.009 mg KOH/g <0.19 mg KOH/g 
 Water 26 ppm <50 ppm 
 Copper <1 ppm <100 ppm 
 Iron <1 ppm <100 ppm 
 Tin 1 ppm <20 ppm 
 Aluminum <1 ppm <50 ppm 
 Description Light Tan 

Customer Comments: None 

 Sample  TAN Wate Al Cu Fe Sn Si Visc. Hour Starts 
 9/15/2014 RR091310-001 0.009 26 <1 <1 <1 1 --- --- 29306 520 

This report is based on a single sample. Sampling regularly and tracking the data provides the clearest insight to the solution  
chemistry of your unit. A large change in any result may make a resample advisable. 



1400 HWY 2 BLG#00203 

 

 Standard Oil Analysis  -  Synthetic Oil 
 Customer Name Daikin Applied-Lincoln, NE Sample Number RR091041-001 
 Job Name Nebraska Dept of Roads Customer Sample No. MQ-27209 
 Job ID NE3002044 Customer PO No. PR1407290134 
 Manufacturer McQuay Collection Date 8/15/2014 
 Model Number PEH076 Collected By Hemmer 
 Serial Number 5YL81024 Operating Hours 35209 
 Equipment Name 5YL81024 Number of Starts 22114 
 Equipment  ID NE3002044001 Receive Date 9/12/2014 
 Oil Description Analysis Date 9/17/2014 

 Sample Data Acceptable Range 
 Acid Number 0.006 mg KOH/g <0.19 mg KOH/g 
 Water 223 ppm <400 ppm 
 Copper 3 ppm <100 ppm 
 Iron 4 ppm <100 ppm 
 Tin 2 ppm <20 ppm 
 Aluminum <1 ppm <50 ppm 
 Description Dark Yellow 

Customer Comments: None 

 Sample  TAN Wate Al Cu Fe Sn Cl Visc. Hour Start 
 6/13/2012 RR076856-001 <0.001 70 <1 8 4 2 --- --- 25293 21883 

 11/6/2013 RR085882-001 <0.001 57 <1 3 3 <1 --- --- 32374 22054 

 8/15/2014 RR091041-001 0.006 223 <1 3 4 2 --- --- 35209 22114 

This report is based on a single sample. Sampling regularly and tracking the data provides the clearest insight to the solution 



3701 SOUTH 14TH STREET 4977 CIR 2 

 Standard Oil Analysis  -  Synthetic Oil 
 Customer Name Daikin Applied-Lincoln, NE Sample Number RR098222-002 
 Job Name State Test Labs Customer Sample No. MQ-24274 
 Job ID NE3002057 Customer PO No. PR1510070106 
 Manufacturer Trane Collection Date 10/7/2015 
 Model Number RTAC1854U Collected By Hemmer 
 Serial Number U09G04977 Operating Hours 12024 
 Equipment Name U09G04977 Cir 2 Number of Starts 6880 
 Equipment  ID NE3002057002 Receive Date 10/26/2015 
 Oil Description Analysis Date 10/29/2015 

 Sample Data Acceptable Range 
 Acid Number 0.013 mg KOH/g <0.19 mg KOH/g 
 Water 216 ppm <400 ppm 
 Copper <1 ppm <100 ppm 
 Iron <1 ppm <100 ppm 
 Tin <1 ppm <20 ppm 
 Aluminum <1 ppm <50 ppm 
 Phosphorus 881 ppm ppm 
 Description Yellow 

Customer Comments: None 

 Sample  TAN Wate Al Cu Fe Sn Cl Visc. Hour Starts 
 7/29/2014 RR090632-002 0.007 199 <1 <1 <1 1 --- --- 9146 6641 

 10/7/2015 RR098222-002 0.013 216 <1 <1 <1 <1 --- --- 12024 6880 

This report is based on a single sample. Sampling regularly and tracking the data provides the clearest insight to the solution  
chemistry of your unit. A large change in any result may make a resample advisable. 



3701 SOUTH 14TH STREET 4976 CIR 1 

 Standard Oil Analysis  -  Synthetic Oil 
 Customer Name Daikin Applied-Lincoln, NE Sample Number RR098222-003 
 Job Name State Test Labs Customer Sample No. MQ-24129 
 Job ID NE3002057 Customer PO No. PR1510070106 
 Manufacturer Trane Collection Date 10/7/2015 
 Model Number RTAC1854U Collected By Hemmer 
 Serial Number U09G04976 Operating Hours 5915 
 Equipment Name U09G04976 Cir 1 Number of Starts 8481 
 Equipment  ID NE3002057003 Receive Date 10/26/2015 
 Oil Description Analysis Date 10/29/2015 

 Sample Data Acceptable Range 
 Acid Number 0.016 mg KOH/g <0.19 mg KOH/g 
 Water 155 ppm <400 ppm 
 Copper <1 ppm <100 ppm 
 Iron <1 ppm <100 ppm 
 Tin <1 ppm <20 ppm 
 Aluminum <1 ppm <50 ppm 
 Phosphorus 1014 ppm ppm 
 Description Yellow 

Customer Comments: None 

 Sample  TAN Wate Al Cu Fe Sn Cl Visc. Hour Starts 
 7/29/2014 RR090632-003 0.013 250 <1 <1 <1 1 --- --- 3385 6288 

 10/7/2015 RR098222-003 0.016 155 <1 <1 <1 <1 --- --- 5915 8481 

This report is based on a single sample. Sampling regularly and tracking the data provides the clearest insight to the solution  
chemistry of your unit. A large change in any result may make a resample advisable. 



3701 SOUTH 14TH STREET 4977 CIR 1 

 Standard Oil Analysis  -  Synthetic Oil 
 Customer Name Daikin Applied-Lincoln, NE Sample Number RR098222-001 
 Job Name State Test Labs Customer Sample No. MQ-24125 
 Job ID NE3002057 Customer PO No. PR1510070106 
 Manufacturer Trane Collection Date 10/7/2015 
 Model Number RTAC1854U Collected By Hemmer 
 Serial Number U09G04977 Operating Hours 10900 
 Equipment Name U09G04977 Cir 1 Number of Starts 7212 
 Equipment  ID NE3002057001 Receive Date 10/26/2015 
 Oil Description Analysis Date 10/29/2015 

 Sample Data Acceptable Range 
 Acid Number 0.01 mg KOH/g <0.19 mg KOH/g 
 Water 226 ppm <400 ppm 
 Copper <1 ppm <100 ppm 
 Iron <1 ppm <100 ppm 
 Tin <1 ppm <20 ppm 
 Aluminum <1 ppm <50 ppm 
 Phosphorus 1033 ppm ppm 
 Description Orange 

Customer Comments: None 

 Sample  TAN Wate Al Cu Fe Sn Cl Visc. Hour Starts 
 7/29/2014 RR090632-001 0.009 255 <1 <1 <1 2 --- --- 8101 7201 

 10/7/2015 RR098222-001 0.01 226 <1 <1 <1 <1 --- --- 10900 7212 

This report is based on a single sample. Sampling regularly and tracking the data provides the clearest insight to the solution  
chemistry of your unit. A large change in any result may make a resample advisable. 



3701 SOUTH 14TH STREET 4976 CIR 2 

 Standard Oil Analysis  -  Synthetic Oil 
 Customer Name Daikin Applied-Lincoln, NE Sample Number RR098222-004 
 Job Name State Test Labs Customer Sample No. MQ-24124 
 Job ID NE3002057 Customer PO No. PR1510070106 
 Manufacturer Trane Collection Date 10/7/2015 
 Model Number RTAC1854U Collected By Hemmer 
 Serial Number U09G04976 Operating Hours 5029 
 Equipment Name U09G04976 Cir 2 Number of Starts 2683 
 Equipment  ID NE3002057004 Receive Date 10/26/2015 
 Oil Description Analysis Date 10/29/2015 

 Sample Data Acceptable Range 
 Acid Number 0.021 mg KOH/g <0.19 mg KOH/g 
 Water 162 ppm <400 ppm 
 Copper <1 ppm <100 ppm 
 Iron <1 ppm <100 ppm 
 Tin <1 ppm <20 ppm 
 Aluminum <1 ppm <50 ppm 
 Phosphorus 922 ppm ppm 
 Description Tan 

Customer Comments: None 

 Sample  TAN Wate Al Cu Fe Sn Cl Visc. Hour Starts 
 7/29/2014 RR090632-004 0.008 198 <1 <1 <1 2 --- --- 2346 2442 

 10/7/2015 RR098222-004 0.021 162 <1 <1 <1 <1 --- --- 5029 2683 

This report is based on a single sample. Sampling regularly and tracking the data provides the clearest insight to the solution  
chemistry of your unit. A large change in any result may make a resample advisable. 
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